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_Typical_ Demolition " Notes:

Remove all existing asphalt shingle roofing and any sub-roofing
material to the plywood decking, typ. at all roof areas. |

Inspect all plyood reof decking and replace any damaged or
rotted areas typically; Review with engineer prior to
replacing any decking areas.

The Contractor shall verify and be responsible for all dimensions.
DO NOT scale the drawing - and errors or omissions shall be
reported to Stantec without delay.

The Copyrights to all design and drawings are the property of
Stantec. Reproduction or use for any purose other than that
aurthorized by Stantec is forbidden.

Remove all existing dome skylights-and infill with new-wood
framing and new plywood decking to match existing
installations typ.

Existing "camera" elements to remain; Protect as required for
demolition work and new installations typ.
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WABAN HILL RESERVOIR IMPROVEMENTS

"CONTRACT 2"
Newton, Massachusetts

Waban Hill Reservoir Waban Hill Reservoir
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